DI WATER BRIDGE CONTROL DIAGRAM FOR LEUTL
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Filter Status

BILL OF MATERIAL
Description

Diff. Press. Tran. - MP=300psi, CP=200psi/Triad
JCI-Yokogawa vortex flowmeter
Gage,1.5",0-30 PSIG, STEM
SW, DP, SPDT, 8-60#DIF, FNPT

Direct Imersion

RTD w/Transmitter

Enclosure,2 Slot Baseframe
Enclosure & Cover, NCU, 2 SLOT
Metasys Keys, Master
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Digital Control
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E/P Output (DCM 1SLT)
Latch Relay Output
Module

Network Controller W/N1 & NIM206
Power Supply (NCU/NEU)
Gage,1.5",0-30 PSIG,STEM
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